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Ensure that  a) all single-pole switching devices, fuses and circuit-breakers have been connected in the phase conductor.

b) the phase terminals in fixed appliances and in all single-phase socket-outlets have been connected to the phase conductor.

c) the centre contact of each Edison-screw lamp holder is connected to the phase conductor and to be filled in for each Sub DB.
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POLARITY AT POINTS OF CONSUMPTION 
(CHECK EVERY SOCKET FOR CORRECT POLARITY)
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